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POLK COUNTY, A POLITICAL SUBDIVISION OF  
THE STATE OF FLORIDA 

ADDENDUM #4 
BID# 25-635 

HUNT FOUNTAIN ARTIFICIAL TURF FIELDS 
 
This addendum is issued to clarify, add to, revise and/or delete items of the Contract Documents 
for this work.  This Addendum is a part of the Contract Documents and acknowledgment of its 
receipt shall be noted below and on the Bid Submittal Form.  
 
Contained within this addendum: questions and answers. 
 
 
 
 
 
 
 
 
 

Brad Howard 
Brad Howard 
Sr. Procurement Analyst 
Procurement Division 
This Addendum sheet should be signed and submitted with your 
bid submittal. 
 
 
Signature:  ______________________ 
 
Printed Name: ______________________ 
 
Title: _________________________ 
 
Company: ________________________ 
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Q1: Sheet C-05 calls out sections A-A, B-B, C-C, D-D, E-E, and F-F to be on sheet C-05. 

Please confirm that those sections are intended to be the sections on sheet C-06 & 

C-07. 

A1: Yes, these sections refer to sheets C-06 and C-07. 

Q2: Sheet PF-101 says under site notes: “1. See sheet C-800 series drawings for field 
details”. We do not see a sheet C-800 or C-800 series, are these sheets missing or is it 
meant to be PF-800 series? 

A2: It is meant to be PF-800 series. 

Q3: Detail 3 on sheet PF-801shows 2x4 pressure treated nailer board along the perimeter 
curb. The spec book calls for 2x4 composite wood polymer. Please clarify which material 
is to be used. 

A3: Pressure treated lumber. 

Q4: Detail 5 on sheet PF-801 has detail callouts that are labeled 2/C-801. There is no C-801 
in this set, are these details referring to detail 2 on sheet PF-801 or are we missing a 
sheet? 

A4: Yes, Detail 2 on Sheet PF-801. 

Q5: Section 4.6 “Quality Assurance” on sheet 6 of the geotechnical report states “It is strongly 
recommended that Madrid be retained to perform materials testing and inspection 
services to observe that the subsurface conditions are as we have discussed herein and 
that foundation construction, ground densification and fill placement is in accordance with 
our recommendations.”. Will these material testing and inspection services be paid for by 
the county or will it need to be included as part of our bid? 

A5: All materials testing is the responsibility of the selected contractor. It is up to the 
contractor to hire the testing laboratory of their choice. 

Q6: In the specification section 32 92 05 – 7, Head Injury Criterion is shown as <1,000 HIC at 
fall height of 1.3 meters per ASTM F355-16 E-Missile for duration of warranty period. In 
order to meet this Head Injury Criterion, a shock pad underneath the fields is required. 
The specifications don’t require a shock pad underneath the fields. Do the fields need to 
have this shock pad underneath the fields? 

A6: No shock attenuation pad is required underneath the fields for this project. This Head 
Injury Criterion in specification section 32 92 05 -7, will not need to be met and is 
removed from the specifications. 

Q7: The specs call for sand and SBR crumb rubber. Is this to be ambient or cryogenic 
rubber? 



BID 25-635, HUNT FOUNTAIN ARTIFICIAL TURF FIELDS 
ADDENDUM #4 (CONTINUED) 
 
 
A7: Ambient. Cryogenic is FieldTurf specific version of ambient crumb rubber that other 

vendors would not be able to obtain. 

Q8: The specs call for a non-perforated porous backing. The only company that provides this 
non-perforated backing out of the listed approved suppliers is FieldTurf. Should we have 
the other suppliers provide perforated backing? 

A8: Perforated or porous backing will be allowed. 

Q9: There is a memorial which is a plaque on the ground we noticed at the site walk. On 
sheet C-04, it is shown below the sidewalk to be removed. On sheet C-05, the memorial 
is called out as being in the same location as the new sidewalk. Please clarify if the 
sidewalk should be moved or if the memorial needs to be removed. 

A9: The County is responsible for the removal and replacement of the Memorial Plaque. 

Q10: Please provide as-builts of the light poles if possible? 

A10: As-built plans for the lighting are not available. 

Q11: Please provide as-builts of the piping for the lift station if possible. 

A11: As-built plans for the lift station piping are not available. 


	Brad Howard

